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Office of Statewide Health Planning and Development
ANCHORAGE PRE-APPROVAL

OPA-1758

Equipment Manufacturer: SpaceSaver Corporation
Equipment Type: FRAMEWRX - WALL MOUNT

GENERAL NOTES (CONTINUED)

3. FORCES ARE DETERMINED PER 2001 CBC 1632A.2, EQUATIONS 32-A1, A2 & A3, WHERE C 4 = .66,ap = 1.0, [p=1.5,R,=3.0
PLEASE NOTE THAT THE RESULT FROM EQUATIONS 32-A1, A2 & A3
HAVE BEEN REDUCED BY A FACTOR OF 1.4 FOR ALLOWABLE STRESS DESIGN.

4. THIS PRE-APPROVAL CONFORMS TO THE 2001 CALIFORNIA BUILDING CODE.

5. THE DETAILS IN THIS PRE-APPROVAL MAY BE USED AT ANY LOCATION AND AT ANY HEIGHT IN THE STATE OF CALIFORNIA.
THE UPPER FLOOR DETAILS MAY BE USED AT ANY HEIGHT IN A BUILDING.

6. THE ENGINEER OF RECORD SHALL DESIGN BACKING BARS, STUDS, ETC.
WHICH THE UNITS ARE ATTACHED TO AS NOTED ON THE DRAWINGS. THE ENGINEER OF RECORD
SHALL ALSO VERIFY THE ADEQUACY OF THE STRUCTURES (SUCH AS WALLS AND FLOORS)
WHICH SUPPORT THE UNITS FOR THE LOADS IMPOSED ON THEM BY THE UNITS AS WELL AS ALL OTHER LOADS.

7. ALL ANCHCR FORCES SHOWN ON THE DRAWINGS ARE WORKING LOADS (AS OPPOSED TO ULTIMATE LOADS)
AND MAY BE USED FOR ALLOWABLE STRENGTH DESIGN.

APPROVED

Fixed Equipment Anchorage
Office of Statewide Health Planning and Development

OPA-1758

on

EXP. 3-31-2008
,0/26/01

Tuesday, June 26, 2007

Anthony R. Pike CJ (916) 654-3362




E A @E’ EQUIPMENT ANCHORAGE & SEISMIC ENGINEERING

www.equipmentanchorage.com

SPACESAVER CORPORATION o= R LA BRIE sé”

JoB No. [1-0737
FRAMEWRX® WALL MOUNT oare 6/26/07 3

OF

SHEET

SEISMIC ANCHORAC—.}E o | PRE-MANUFACTURED SLAB ON GRADE / UPPER FLOOR

. | | WALL BRACKET 5/8" THS. -
] [o] [C1=—1  (BY SPACESAVER) WALL BOARD
S W/I- 1/4"® SM. SCREN

TO BACKING PLATE
(2 PLACES)

ENGINEER OF RECORD 5.4
SHALL DESIGN THE WALL T
BACKING (16 GA., 50 ksi MIN.)
AND THE WALL STRUCTURE !

50.1"

CG. NT. =

| —— 162 LB5
(MAX)

<

USE 2- 1/4"¢ HILTI KB-IIl
EXPANSION ANCHORS
(MIN. EMBED. = 2")

399"

— " |
104" 164" ‘ T = 2I7 LBS/SCREW ~BE
View =182 LBS/SCREN

FRONT ELEVATION Vroor = 23| LBS/BOLT SIDE ELEVATION

NOTES:
|. ANCHORAGE DESIGN PER 2001 CALIFORNIA BUILDING CODE - SECTION 16324
AND HAVE BEEN FACTORED TO REPRESENT WORKING DESIGN LOADS, NOT ULTIMATE,
HORIZONTAL FORCE (Vi) = O (C a= 66, 1p= 15, ap= 1.0, Rp= 30)
VERTICAL FORCE (W) = 0.35W

2. CENTER OF GRAVITY (C.6.) WEIGHT 1S A MAXIMUM. THIS PRE-APPROVAL ENCOMPASSES ALL WEIGHTS
UP TO THE MAXIMUM WEIGHT SHOWN.

3. ENGINEER OF RECORD FOR THE BUILDING SHALL PROVIDE SUPPORT STRUCTURE
DESIGNED TO SUPPORT WEIGHTS AND FORCES SHOWN, IN ADDITION TO ALL OTHER LOADS.
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